NOTES:
1. All water service materials shall be as listed on the Materials List (or approved equal).
2. Factory manufactured fittings shall be used exclusively.
3. #10 copper tracer wire with blue insulation shall be taped to all water mains, services, and fittings. Tracer wire shall be securely connected to the water main tracer wire at one end, and shall terminate in a loop just below the lid in the meter box at the other end.
4. All water service saddles shall have all exposed nuts and bolts completely covered with spray-on rubberized undercoating.
5. Connections between fittings and water service piping shall be made with pack joints, and stainless steel insert stiffeners shall be used as needed when connecting water service piping to pack joints.